MATCH LINE STA. 557+00
(SEE SHEET NO. E4)

MATCH LINE STA. 19+62
(SEE SHEET NO. E4)
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2" RGC STUBBED-UP 10'-0" =~ EXISTING 120/240V LIGHTING SEE NOTE NO. 4
AF.G. FOR TEMPORARY CABLES. CONTROL CABINET "D3" 2 #2, {TEMP. CKT. A) (TYPICAL) .
SEE NOTE NO. 7 SEE NOTE NO. 6 ALUMINUM AERIAL CABLE =
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SEE NOTE NO. 8 (TYPICAL) 1. REFER TO DRAWING Ef FOR GENERAL NOTES, LEGEND AND
(3).SETS. 0F.2. 42 i ) ) ) _ ) ) TEMPORARY EASMENT ABBREVIATIONS.
T (Ewe ckn e Cgoy T | B ‘ r i—FEMPDRﬁRY ALUMINUM AERTAL T P tINEA(TYPICAL) - T e e T 2. REFER TO DRAWINGS E15 THRU E20 FOR DETAILS.
ALUMINUM ASRIAL CABLES i CABLE SEE NOTE NO. 4
| (TYPICAL) 3. REFER TO DRAWING E21 FOR LIGHT POLE SCHEDULE AND
_ _ — L _ _ - _ i e e e DRAWING E22 FOR LIGHTING SINGLE LINE DIAGRAM.
ls 4. CONTRACTOR SHALL PROVIDE TEMPQORARY LIGHTING PRIQR TO
: DEMOLITION WORK. PROVIDE TEMPORARY POLE AND OVERHEAD
i TEMPORARY CIRCUIT. CONNECT TO EXISTING LIGHTING CIRCUIT
' IN AREA. COORDINATE EXACT TEMPORARY POLE QUANTITY AND
LOCATION WITH VILLAGE OF ARLINGTON HEIGHTS.
2 #2, (TEMP. CKT. D) 5. LOCATION OF EXISTING CONDUIT AND CABLE IS
ALUMINUM AERIAL CABLE AF‘.‘?’ROXIMATE. FIELD VERIFY REQUIRED FOR EXACT LOCATION
e e s TEMPORARY. ALUMINUM- ATRIAL == — — -~ - e UMY TPy o OF CONDUIT ROUTING.
CABLE SEE NOTE NO. 4 { . 6. CONTRACTOR SHALL MODIFY EXISTING CONTROLLER FOR TEMP.
(TYPICAL) LIGHTING. REFER TO DETAIL NO. 2 ON DRAWING E15 FOR
EXISTING CONTROLLER INFORMATION. COORDINATE TEMPORARY
CONNECTION WITH VILLAGE OF ARLINGTON HEIGHTS.
7. CONTRACTOR SHALL MOUNT TEMPORARY PHOTOCELL ON TEMP
WOOD POLE AND ROUTE TEMP CONTROL CABLES THROUGH
S SAME CONDUIT AS LIGHTING CIRCUIT BACK TG EXISTING
s = LIGHTING CONTROLLER. PHOTOCELL SHALL BE POSITIONED SO
‘\f w NO NEARBY AMBIENT LIGHT INTERVENES WITH IS FUNCTION.
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o o 52 8. POLE SETBACK IS MEASURED FROM ROADWAY CENTERLINE TO
P oo 247 o o0 Mwp CENTER OF POLE.
\_4" DIA. RGC 4%
| 56 o~ _ 5 G I 6—o S
A
=
Yo A 22
32.46RT EXISTING AERIAL CABLE
AR
P £5 OF £24
2 P VILLASE OF ARLINGTON HEIGHTS
& TEMP. LIGHTING P -
0 REVISIONS : o LG G PLAN-3
NEME DATE U.S. ROUTE 14
D M E STA. 557+00 TO STA. 562+00
C - Onne ] i 0 HORIZ. DATE: 08/17/2012
; . ™ e — DESIGNZD BY: EE
SINCE 1898 ! P 26 VERT TECHNCIAN:  EE
§ i SCALE iN FE27 . CHECKED BY: DEM




